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LINEARdrive 211D+ -
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Switched 230V Supply

24V

0-10V Dimming 
from Driver

The 0-10v cables from the driver should connect 
to the + and - the loop down with a link from the + 

to the common and a link from the - to the L1 terminal. 

*PLEASE NOTE: No 230V supply is not required at the switch. 
The dimming is controlled via the rotary dimmer. To switch 

on and off, push the knob inwards. Alternatively LED 
product can be switched via 230 Volts to ECP PSU.

Pay Attention to product polarity and 
terminal positions prior to connection

Power supply to 
always dictate connected 
load of product subject to 

max output of interface.
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